
Hoody Fire Hood (Acoustic & Non Acoustic)
Fitting instructions for Acoustic & Non Acoustic Fire hoods in plasterboard ceilings.

Please read through these instructions carefully to familiarise yourself with the fitting process before starting work.
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Complies with UK and EU standards under BS EN1363-1 2020, exceeding 
Document B Building Regulations BS476 Parts 23 & 21. 

Adheres to 18th Edition IEE Regulations and tested to EN 6069 (1997)

Position the speaker cable in the ceiling aperture ready to feed through 
cable inlet.

Using the handle of a hammer or screwdriver push out the speaker hood 
so it is fully opened and in position.

Use the pins provided and tack them in position on the inside edge of 
the hood into the plasterboard to hold the hood in place. You can push 

the pins through using your fingers or using a small hammer.

Ensure you allow a 15-20mm clearance above and  
30-40mm clearance around the fire hood.

Connect the speaker cable connections prior to fixing the speaker in to 
the ceiling

Use the cable entry with patch on the side of the hood, feed the 
speaker cable through. Carefully squeeze and push the speaker hood 

through the ceiling aperture.
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